Intrusive vs. Non-Intrusive Electric Actuators

Which option is right for your installation?

By Earnest Carey and Dave Montgomery
Flowservce Corporation
Modern electric actuators offer a wide range of technologies and features, from basic motor controls to sophisticated electronic controls. Many choices are available, since no single design or feature set meets the needs of every application.

EPCs and end users must carefully weigh a variety of factors to determine which type of electric actuator will provide the greatest value to them. Common concerns include:

- Product quality, reliability, safety and durability
- Desired functionality and feature sets
- Climate conditions and atmospheric hazards (such as the presence of combustible gases)
- Workforce training and experience
- Ease of installation and use
- Valve position and torque output indication
- Anticipated total cost of ownership
- Maintenance intervals
- Local support options (on-site commissioning, service, availability of parts, etc.)

The purpose of this paper is to help make these decisions easier by providing a clear overview of the two major categories of electric actuators — Intrusive and Non-Intrusive — and how each meets the requirements of different types of user applications.

What does an actuator do?

Actuators are motorized gear drives that control the operation of multi-turn valves, slide gates and dampers; or quarter-turn valves and dampers. Some actuators, including those compared in this paper, use electricity as a power source. Other types of actuators, such as those powered by hydraulic fluid or pneumatic pressure, are not addressed in this paper.

Applications vary, requiring the user to select some form of actuator control system. Typical control systems range from simple electro-mechanical controls found in intrusive actuator designs, to solid-state electronic controls found in non-intrusive designs.
Two approaches to actuator design

Electric actuators can be classified into two basic categories: intrusive and non-intrusive

**Intrusive actuators**

Intrusive actuators are electro-mechanical devices with all controls and components typically combined in a single compartment. In this model, the control compartment enclosure must be opened to adjust either the position limits (the physical locations for valve disk or slide gate travel from “fully open” to “fully closed”) or the torque limits (limiting the rotational force required to open or close the valve or slide gate).

Many intrusive actuators come equipped with a mechanically controlled external display that indicates the current position of the valve disk or gate slide, though this is an optional feature on some models. Some manufacturers also offer an external graphical display that provides additional information, such as troubleshooting data.

Motor controls are an optional feature on intrusive actuators. When provided, these include an electro-mechanical reversing starter, control transformer, and a local control station that allows the valve or gate to be operated either locally or remotely.

**Intrusive actuators are electro-mechanical devices with all controls and components typically combined in a single compartment.**

*Figure 1: Intrusive actuators consolidate all controls in a single compartment that must be opened to perform actuator and valve setup. Since they are typically electro-mechanical, they perform more reliably in some environments.*
Two approaches to actuator design (continued)

Non-intrusive actuators
First introduced in the 1990s, non-intrusive actuators have electronic controls located in a separate sealed enclosure integral to the actuator. Position and torque limits can be set without opening the control compartment, using integral Hall-effect or hand-held electronic devices and an LCD display to configure these limits. This digital interface also enables additional control and diagnostic features not available on most intrusive models.

Motor controls, which are an optional extra on intrusive actuators, are standard on non-intrusive models. At a minimum these include an electro-mechanical or electronic reversing controller, a control transformer, a local graphical display, and circuit board technologies that enable basic and expanded feature sets. Position indication is derived electronically from encoders using either optical or Hall-effect devices.

Before discussing the strengths and limitations of each type of actuator design, it is worth mentioning that this paper makes no claims suggesting that one is superior to the other. Both designs have proven reputations, but each typically excels under different conditions.

Figure 2: Non-intrusive actuators allow adjustments to be made without risk of exposure to internal components. They contain electronics that require separate compartments for field terminations and control components.
Intrusive designs

Benefits

• All controls and terminations are located inside a common compartment cover, which simplifies installation and maintenance. In most designs, necessary setup and inspections can be performed with volt meters and simple hand tools.

• The electro-mechanical design of intrusive actuators enables valve positions and torque output limits to be set mechanically. This provides long-term reliability and repeatability for both position and torque control. It also ensures that the position of the valve is maintained in the event of a power failure.

• Intrusive designs are easier to operate, requiring only basic control functions with local or remote indication of the valve or gate position. Optional control features that add network control are available from most manufacturers.

• Motor controls can be mounted remotely from the actuator, a significant benefit in high-vibration or extreme temperature applications.

• Electro-mechanical designs are more resilient to lightning strikes, which can threaten the proper operation of the actuator.

• Intrusive designs are virtually maintenance-free, delivering a long-term low cost of ownership.

Limitations

• The control compartment must be opened in order to set up an intrusive actuator. This is a significant issue in explosive environments.

• Intrusive actuators from most manufacturers offer less sophisticated feature sets. If upgraded functionality is required and intrusive actuators are already installed, the user may need to replace them with non-intrusive models.

• Most intrusive actuators provide minimal diagnostic feedback, making troubleshooting more difficult. Performance tracking is also not an option from most manufacturers.

Intrusive designs are easier to operate, requiring only basic control functions with local or remote indication of the valve or gate position.
Non-intrusive designs

Benefits

- An on-board graphical display is used for a non-intrusive actuator's setup and commissioning. It also provides status information, position indication, and overall health data through diagnostic feedback without the need to open the control compartment.
- Non-intrusive designs offer significantly more robust feature sets and configuration options. For example, actuator troubleshooting and control data can be provided in multiple languages, depending on the needs of the user.
- Status and alarm conditions (such as open, close, moving, over torque, manual valve movement, stall, etc.) can be reported on the graphical display, either as contact closures or digital data.
- Separate terminal and control compartments are provided, allowing the actuator to be wired without exposing the electronics to possible damage from dust and moisture in the atmosphere.
- External setup and commissioning reduces the risk of explosion in hazardous environments, where combustible gases may be present.
- Non-intrusive actuators offer a finer degree of device position control. This is made possible through the use of encoders. See sidebar on page 7.
- Networking controls are optional on non-intrusive designs, making them easier to integrate into remote-control systems.

Limitations

- The onboard electronics of non-intrusive actuators make them more susceptible to the effects of close lightning strikes.
- Non-intrusive actuators have separate compartments for controls and wiring terminals, which in rare circumstances can require the removal of both covers if modifications or repairs are to be made.
- Manufacturers assume that users will not need to open the controls compartment. End users require more specialized training and tools to perform maintenance and adjustments beyond those enabled by electronic controls.

Non-intrusive designs offer significantly more robust feature sets and configuration options. For example, actuator troubleshooting and control data can be provided in multiple languages, depending on the needs of the user.
What is an encoder?

Encoders are devices that set precise positions in response to electronic signals. There are two types of encoders: absolute and incremental. Absolute encoders, which set specific positions without requiring any data about the current device position, offer superior reliability because they retain their valve or gate position settings in the event of a power failure. While actuators with incremental encoders offer comparable precision, they must count cycles to retain an absolute position. As a result, they require battery packs to maintain their settings during a loss of power.

Final thoughts

Neither type of actuator detailed in this report is necessarily better than the other. While the industry seems to be making a slow and gradual shift toward the newer technology of non-intrusive actuators — especially in greenfield projects — intrusive models still play a significant role, both at new and existing sites.

Ultimately, the design chosen will be driven by the specific needs of your application. Highly networked sites are likely to lean toward non-intrusive models, while those requiring simpler controls may be better served by intrusive options. Some environmental conditions — such as frequent lightning strikes, extreme temperatures or vibration — are likely to be better served by intrusive designs. In other environments — especially those with explosive gases or high levels of dust, sand or moisture — non-intrusive designs offer significant safety and maintenance advantages.

In situations where neither design seems to offer a clear advantage, compare your site’s needs and resources to the benefits and limitations detailed for each type. Weigh the desired functionality against the cost of ownership for the actuators offered by your preferred manufacturers. A specific feature set, ease of use, configuration options, durability, value, and the level of sophistication (or simplicity) you need are likely to indicate which solution is best for your unique application.

Flowserve can help

Unsure whether an intrusive or a non-intrusive electric actuator is right for your application? We want to help.

Flowserve Limitorque electric actuators are offered in intrusive and non-intrusive designs, and with numerous optional upgrades to address various process, networking and operational needs. We know there are many factors to consider and understand selecting the right actuator for an application can be confusing. Our actuation experts are available to provide counsel on your application requirements.

Please contact your local Flowserve Limitorque sales representative to learn how we can help. Contact details can be found at Flowserve.com.
Flowserve Corporation has established industry leadership in the design and manufacture of its products. When properly selected, this Flowserve product is designed to perform its intended function safely during its useful life. However, the purchaser or user of Flowserve products should be aware that Flowserve products might be used in numerous applications under a wide variety of industrial service conditions. Although Flowserve can provide general guidelines, it cannot provide specific data and warnings for all possible applications. The purchaser/user must therefore assume the ultimate responsibility for the proper sizing and selection, installation, operation, and maintenance of Flowserve products. The purchaser/user should read and understand the Installation Instructions included with the product, and train its employees and contractors in the safe use of Flowserve products in connection with the specific application.

While the information and specifications contained in this literature are believed to be accurate, they are supplied for informative purposes only and should not be considered certified or as a guarantee of satisfactory results by reliance thereon. Nothing contained herein is to be construed as a warranty or guarantee, express or implied, regarding any matter with respect to this product. Because Flowserve is continually improving and upgrading its product design, the specifications, dimensions and information contained herein are subject to change without notice. Should any question arise concerning these provisions, the purchaser/user should contact Flowserve Corporation at any one of its worldwide operations or offices.

©2018 Flowserve Corporation. All rights reserved. This document contains registered and unregistered trademarks of Flowserve Corporation. Other company, product, or service names may be trademarks or service marks of their respective companies.